
Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

Day Reg & Res

Monday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 12, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
(MW) (MW) (MW)

Hour A B C D E F G H I J K L M

1 1,401.0 1,037.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
2 1,400.0 695.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
3 1,400.0 694.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
4 1,400.0 692.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
5 1,400.0 691.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
6 1,401.0 1,126.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
7 1,483.0 1,127.0 161.0 17.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
8 1,486.0 1,148.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
9 1,485.0 1,305.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
10 1,485.0 1,462.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
11 1,485.0 1,463.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
12 1,486.0 1,515.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
13 1,488.0 1,508.0 162.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
14 1,488.0 1,454.0 162.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
15 1,487.0 1,315.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
16 1,487.0 1,273.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
17 1,487.0 1,321.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
18 1,487.0 1,322.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
19 1,487.0 1,463.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
20 1,486.0 1,463.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
21 1,487.0 1,463.0 162.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
22 1,485.0 1,096.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
23 1,405.0 1,023.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0
24 1,403.0 1,042.0 183.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 826.0 1,050.0 0.0

 
Daily Energy 

(MWh) 28,698.0 4,038.0 431.0 800.0 0.0 0.0
Energy Avail. for BR (MWh): 23,404      
Ramp Rate Constraint: None

June 8, 2006

Projected Purchases CVP Corp. 
TransactionsLoads Projected Base 

Resource (BR)CVP gen



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

  

Day CVP gen Required 
Energy Reg & Res

Tuesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 13, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,392.0 1,041.0 182.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
2 1,391.0 742.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
3 1,390.0 740.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
4 1,390.0 739.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
5 1,390.0 738.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
6 1,391.0 1,126.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
7 1,472.0 993.0 161.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
8 1,474.0 993.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
9 1,475.0 993.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
10 1,474.0 1,239.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
11 1,474.0 1,269.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
12 1,475.0 1,322.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
13 1,477.0 1,323.0 162.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
14 1,477.0 1,323.0 162.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
15 1,476.0 1,273.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
16 1,476.0 1,316.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
17 1,477.0 1,324.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
18 1,475.0 1,289.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
19 1,476.0 1,487.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
20 1,476.0 1,487.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
21 1,476.0 1,492.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
22 1,476.0 1,121.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
23 1,395.0 1,043.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0
24 1,394.0 1,021.0 183.0 16.0 255.0 100.0 0.0 0.0 0.0 0.0 818.5 1,040.0 0.0

 
Daily Energy 

(MWh) 27,434.0 4,038.0 421.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,188      
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

Day CVP gen Required 
Energy Reg & Res

Wednesday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 14, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,397.0 1,013.0 182.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
2 1,396.0 738.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
3 1,395.0 737.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
4 1,395.0 736.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
5 1,395.0 737.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
6 1,396.0 1,132.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
7 1,477.0 1,118.0 161.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
8 1,479.0 1,118.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
9 1,479.0 1,140.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
10 1,480.0 1,310.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
11 1,479.0 1,407.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
12 1,479.0 1,420.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
13 1,480.0 1,350.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
14 1,481.0 1,343.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
15 1,480.0 1,236.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
16 1,481.0 1,271.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
17 1,482.0 1,284.0 161.0 21.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
18 1,483.0 1,284.0 161.0 22.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
19 1,481.0 1,401.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
20 1,481.0 1,429.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
21 1,481.0 1,381.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
22 1,481.0 1,084.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
23 1,400.0 1,016.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0
24 1,399.0 1,021.0 183.0 16.0 255.0 100.0 0.0 0.0 0.0 0.0 806.6 1,045.0 0.0

 
Daily Energy 

(MWh) 27,706.0 4,038.0 419.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,173      
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

Day CVP gen Required 
Energy Reg & Res

Thursday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 15, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,397.0 1,013.0 182.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
2 1,396.0 738.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
3 1,395.0 737.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
4 1,395.0 736.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
5 1,395.0 737.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
6 1,396.0 1,131.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
7 1,477.0 1,143.0 161.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
8 1,479.0 1,148.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
9 1,480.0 1,149.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
10 1,480.0 1,379.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
11 1,480.0 1,388.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
12 1,480.0 1,370.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
13 1,481.0 1,359.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
14 1,480.0 1,352.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
15 1,479.0 1,324.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
16 1,479.0 1,365.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
17 1,479.0 1,371.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
18 1,480.0 1,371.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
19 1,480.0 1,372.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
20 1,481.0 1,334.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
21 1,481.0 1,340.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
22 1,480.0 1,240.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
23 1,400.0 1,016.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0
24 1,399.0 1,018.0 183.0 16.0 255.0 100.0 0.0 0.0 0.0 0.0 843.6 1,045.0 0.0

 
Daily Energy 

(MWh) 28,131.0 4,038.0 411.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,469      
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

Day CVP gen Required 
Energy Reg & Res

Friday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 16, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,391.0 1,010.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
2 1,391.0 740.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
3 1,390.0 739.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
4 1,390.0 737.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
5 1,390.0 738.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
6 1,391.0 1,125.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
7 1,472.0 1,134.0 161.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
8 1,474.0 1,138.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
9 1,475.0 1,136.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
10 1,475.0 1,295.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
11 1,475.0 1,254.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
12 1,475.0 1,254.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
13 1,476.0 1,294.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
14 1,476.0 1,294.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
15 1,474.0 1,325.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
16 1,474.0 1,303.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
17 1,474.0 1,302.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
18 1,475.0 1,361.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
19 1,475.0 1,372.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
20 1,475.0 1,372.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
21 1,476.0 1,372.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
22 1,475.0 1,229.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
23 1,395.0 1,171.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0
24 1,393.0 1,165.0 183.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 821.9 1,040.0 0.0

 
Daily Energy 

(MWh) 27,860.0 4,038.0 409.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,215      
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

Day CVP gen Required 
Energy Reg & Res

Saturday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 17, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,331.0 1,101.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
2 1,331.0 1,101.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
3 1,330.0 1,101.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
4 1,330.0 1,101.0 182.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
5 1,331.0 1,099.0 182.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
6 1,332.0 1,096.0 182.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
7 1,412.0 1,097.0 161.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
8 1,414.0 1,094.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
9 1,415.0 1,086.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
10 1,415.0 1,088.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
11 1,415.0 1,088.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
12 1,415.0 1,088.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
13 1,416.0 1,088.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
14 1,416.0 1,085.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
15 1,415.0 1,088.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
16 1,414.0 1,086.0 161.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
17 1,415.0 1,086.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
18 1,415.0 1,086.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
19 1,416.0 1,086.0 161.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
20 1,415.0 1,086.0 161.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
21 1,416.0 1,086.0 162.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
22 1,415.0 1,086.0 162.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
23 1,335.0 1,085.0 183.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0
24 1,333.0 1,085.0 183.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 729.0 980.0 0.0

 
Daily Energy 

(MWh) 26,173.0 4,038.0 414.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 21,512      
Ramp Rate Constraint: None

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions



Western Area Power Admininstration publish date:

Sierra Nevada Region
7-Day Forecast of Base Resource

All values at Tracy Substation

June 8, 2006

Day CVP gen Required 
Energy Reg & Res

Sunday Projected 
Capacity 

Projected 
Energy 

Project 
Use Load 
Demand

First 
Preference 

Load 
Demand

Estimated 
Ancillary 
Services 
Capacity 

PU 
Forward 
Off-Peak 
Purchase 

PU & FP 
Capacity 
Purchase 
Reqmts.

Ancilliary 
Services 
Purchase 
Reqmt.

Bank 
Energy 

(from CVP 
Corp)

Bank 
Return 

Energy (to 
CVP Corp)

Daily 
Minimum 
Capacity

Daily 
Maximum 
Capacity

Capacity 
w/minimal 

energy

Jun 18, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C D E F G H I J K L M

1 1,437.0 1,085.0 168.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
2 1,437.0 580.0 168.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
3 1,436.0 518.0 168.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
4 1,436.0 515.0 168.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
5 1,436.0 513.0 168.0 13.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
6 1,437.0 991.0 168.0 14.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
7 1,539.0 1,301.0 168.0 16.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
8 1,541.0 1,302.0 168.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
9 1,542.0 1,304.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
10 1,542.0 1,480.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
11 1,542.0 1,494.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
12 1,542.0 1,495.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
13 1,542.0 1,495.0 169.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
14 1,542.0 1,496.0 169.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
15 1,541.0 1,470.0 168.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
16 1,541.0 1,210.0 168.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
17 1,542.0 1,210.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
18 1,542.0 1,211.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
19 1,542.0 1,469.0 168.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
20 1,543.0 1,470.0 168.0 20.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
21 1,543.0 1,470.0 169.0 19.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
22 1,542.0 1,313.0 169.0 18.0 255.0 0.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
23 1,441.0 1,313.0 169.0 17.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0
24 1,439.0 1,167.0 169.0 15.0 255.0 100.0 0.0 0.0 0.0 0.0 822.0 1,100.0 0.0

 
Daily Energy 

(MWh) 28,872.0 4,038.0 409.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 24,176      
Ramp Rate Constraint: None

Notes:

1.  For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 139 MW and regulation of 60 MW.
2.  An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.  
3.  Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
4.  Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.

Projected Base 
Resource (BR)Projected PurchasesLoads CVP Corp. 

Transactions


